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Do the provisions of the current California Electrical Code Article 089-4(d) apply to 
installations of power equipment, such as dc converters, inverters and batteries, and 
technical support equipment such as computers, serving communications equipment 
under the exclusive control of a communications utility?  

Yes, where the power equipment such as dc converters, inverters and batteries, and 
technical support equipment such as computers are installed for the sole purpose of 
supplying power to or serving the communication equipment located outdoors or in 
building spaces used exclusively for such installations. 

 Note: CEC, Article 089.4(d) exemption does not apply to the building electrical system, 
HVAC, generators and associated equipment. 
 
 
 
 
 
 
 
 
 
 
 



Building Wiring: 
Covered by California Electrical Code (CEC) 

Communications Equipment &  Wiring**:  
Not Covered by CEC 
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l AC Wiring 

AC Wiring 
To Normal Building 
Electrical Functions 
(e.g., building lighting, 
receptacles, elevator, 
etc.)

AC Wiring 

AC Wiring 

AC Wiring 

AC Wiring 
Dedicated to DC 

Power Plant 
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AC Power to Communications Equipment  
Task Lighting and Receptacles Contained in 
Equipment Framework 
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DC Wiring 

DC Power to 
Communications 

Equipment 

DC Power to 
Communications 

Equipment 

* Power Distribution Supply Cabinet (PDSC) dedicated to communications network

C
irc

ui
t B

re
ak

er
 P

an
el

  
(C

om
m

un
ic

at
io

ns
PD

SC
*)

AC 
Wiring**

To Normal Building 
Electrical Functions 
(e.g., building lighting, 
receptacles, elevator, 
etc.)
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**NOTE: Under exclusive control of communications utility  

Communications Central Office  
Demarcation Between Building AC Power and Communications Power Equipment & Wiring 
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